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With reference 10 the tests of Your unit Dry Cooler Xchange mod
EVND 1263.6/8 C with OVAL PIPES COIL code-serial number 00W00844,
We state that
the following thermal and air-flow measurements are performed by our
Laboratory in Amare (UD). The relevant test reports are issued for each

measurement, as below indicated.

¥ Thermal test: performed according to the standard EN 1048 — Heat
exchangers — Air cooled liquid coolers “dry cooler” — Test procedure to
establishing the performance.
Repont nr. 06007MAL-06CHO28.

¥ Air-flow test: performed with a special set-up of the unit, according to the
standard UNI 10531:1995 - Metodi di prova e condizioni di accettazione
per ventilatori industriali — and ISO 5801 — Industrial fans — performance
testing using standardized airways.
Report nr. 06007MAL-06TV028.
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X-Change and Intherm reserve the right to revise
at any time and without prior advice the technical data
contained in this catalogue.

X-Change und Intherm behalten sich das Recht vor,
die in diesem Katalog enthaltenen technischen Angaben
jederzeit und ohne Voranzeige abzuéndern.





